MCEFRS

Division of Support Services

FACILITIES
MAINTENANCE SECTION

Presentation for Officers

The Division of Support Services remains committed to providing the service
and support you all require in order to better focus on our primary missions.



MCFRS'Facilities Maintenance Section
is staffed 24/7...365 by combination of
Career and C1v111an personnel. i

Our current complement is:

¥ R

1 umformed Lleutenant
"1 umfoxmed MTFT as needed

2 civilian personnel.
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DGS Fac111:t1es- DGS covers ma]or components llke Structure, i

Roof Bay Doors, Plumbmg, Electrical, HVAC, Wmdows and
' Doors.
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All anc;ll;rry 1tems are. man'ag,e:cl “bY I‘lre Rescue Fac,‘j; TH
e Examples of items handled by Facilities Section at DGS worksztes-
‘ applzances, furmture, and PT equzpment

Why do I need to know that" Your path of reportmg 1s dlfferent at
the s;@tuon level dependmgr
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COUNTY OWNED
FACILITIES




FSO03 FS04 FSO5 FSO6 FSO7Y7 FSO8 FSO09 FS11 FS12 FS13 FSl4

FSl16 FS17 FS19 FS20 FS21 FS23 FS24 FS26 FS28 FS30 FS33

FS40 R2




Routine Repair Issues

= Not time-sensitive and does not affect safety or
operational readiness.

= Example types...leaky faucet, preventative
maintenance, PT equipment OOS, etc.

WHH'T TYPE Priority Repair Issues
OF ISSUE Do = Somewhat time-sensitive and has potential

negative effect on safety or operational

I HAVE? efficiency.

= Example types...HVAC issues during moderate
weather, critical appliance out of service, or
anything that may cause greater damage if not
addressed.




Example types ;Inoperable bay*deer cauSmg é secunty or operat‘icnal 1rﬁpact- that cannot
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‘ Routme Renalr. A

_Enter, defect mto MCFRS Fire Statlon Defect Reportmg System (check for By R
. prior entry before submlssmn to avmd duphcatzon) TR s sl e

e "'“"The ireportlng; strstem sends an eﬁtoma{teodanotlflcatlon of the defect
-submission to the Station Commander, the de51gnated LEFRD representatlve
(when applicable) the LFRD Chief and Pre51dent (when appllcable) and the

,Flre Fac111t1es Team e e
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. Enter defect mto MCFRS Flre Statlon Defect
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‘ The reportmg system sends an automated

' \.;._"_Lfnotlflcatlon of the defect submlssmn to the Statlon
‘*"‘f-representatwe (when appllcable) the LFRD Chlef“ i

and President (when applicable) and the Fire s

- Facilities Team. Email the on-duty BC and the) i | \N £ \ -
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Examples Statzon 1s unsecured need Vendor zmmedzately, HVAC IS down and no heat/azr condztzonmg or
the defect has a d1rect 1mpact to Operatzona] Readiness. )j,,: S VT SV et 0 Sfenant . Tl
Record the name of W1th whom you spokeand the t1me 3y i £ TR

DOC Logl Inform the "P‘GC
and that DGS Fa0111t1es Management has been called If there 1s no answer leave a descrlptlve message
of the problem and prov1de call back 1nformat1on o S - '
| > torp ef f:i ry £ (The reportmg system sends an automat_ed not1f1cat1on of the defect
' subm1ss1on to the Statlon Commander and the P1re Pac111t1es Team ) BT R e e A
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.neze$sary to-decrease the 1mpac:tu( eg., shut,.;efj_f W‘ate:r)._.
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We are proj_olem 's_elvers. try and solve the
.. problem before yqu-.make notifications.
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Example My Bay Door w111 not close R Ly
ahgne@’?

Does the safety edge take batterles'? IE SO, N1y
did you change: them’P P

' Are the 'safety eyes

Remote not workmg d1d you change the
battenes’P d e
: #\'Is the 01rcu1t breaker tr1pped’? T




ENOUGH SAID...
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